
IFC Reviewing Subcommittee Recommendations to RAC Form
Recommendation to 

RAC

Health 
Safety 
Welfare  

Econ & 
Financial 
Impact

1 IFC F3‐13 5/4/2015 Definition of Decorative Material Y 4 0 No Impact No Impact Yes    202 (IBC [F] 202)

2 IFC F6‐13 5/4/2015 Definition of Flammable Solid Y 4 0 No Impact No Impact Yes    202 (IBC [F] 202)

3 IFC F9‐13 5/4/2015 Not Part of UCC 305.5
4 IFC F13‐13 5/4/2015 Not Part of UCC 308.1.6.3
5 IFC F14‐13 5/4/2015 Not Part of UCC 310.3.1
6 IFC F15‐13 5/4/2015 Not Part of UCC 312.3
7 IFC F18‐13 5/4/2015 Not Part of UCC 315.6
8 IFC F19‐13 5/4/2015 Not Part of UCC 318.1
9 IFC F22‐13 5/4/2015 Not Part of UCC 403.2
10 IFC F24‐13 5/4/2015 Not Part of UCC 403.1

11 IFC F25‐13 5/4/2015 Not Part of UCC 403, 404, 405, 406.1.1, 406.3.3, 
408, 311.6

12 IFC F26‐13 5/4/2015 Not Part of UCC

404.2, 404.3.1, 404.3.2, Table 
405.2, 408.3 (New), 408.3.1 

(New), 408.3.2 (New), 408.3.3 
(New), 408.3.4 (New)

13 IFC F27‐13 5/4/2015 Not Part of UCC
404.3.1, 404.3.2, 408.6, 408.6.1, 

408.6.2, 408.6.3 (New)

14 IFC F28‐13 5/4/2015 Not Part of UCC 404.3.1

15 IFC F30‐13 5/4/2015 Not Part of UCC

404.3.2, Table 405.2, 408.5.1.1 
(New), 408.5.1.2 (New), 408.5.3, 

408.5.5, 408.5.6 (New), 
408.10.1.1 (New), 408.10.5, 

408.10.6 (New)
16 IFC F31‐13 5/4/2015 Not Part of UCC Table 405.2
17 IFC F32‐13 5/4/2015 Not Part of UCC Table 405.2, 408.5.4, 408.10.4
18 IFC F33‐13 5/4/2015 Not Part of UCC Table 405.2
19 IFC F34‐13 5/4/2015 Not Part of UCC 408.12 (New)
20 IFC F37‐13 5/4/2015 Not Part of UCC 503.1.1
21 IFC F38‐13 5/4/2015 Not Part of UCC 503.1.1
22 IFC F39‐13 5/4/2015 Not Part of UCC 503.2.2
23 IFC F41‐13 5/4/2015 Not Part of UCC 503.4

24 IFC F43‐13 Part I 5/4/2015
Increases Visibility of Address 
Identification to aid fire fighters

Y 4 0 Benefits Minimal Yes Improvement Minimal Increase Yes
 IFC 505.1; IBC [F] 501.2; IPMC 

[F] 304.3; IRC R319.1

25 IFC F43‐13 Part II 5/4/2015
Increases Visibility of Address 
Identification to aid fire fighters

Y 4 0 Benefits Minimal Yes Improvement Minimal Increase Yes
 IFC 505.1; IBC [F] 501.2; IPMC 

[F] 304.3; IRC R319.1

26 IFC F43‐13 Part III 5/4/2015
Increases Visibility of Address 
Identification to aid fire fighters

Y 4 0 Benefits Minimal Yes Improvement Minimal Increase Yes
 IFC 505.1; IBC [F] 501.2; IPMC 

[F] 304.3; IRC R319.1

27 IFC F43‐13 Part IV 5/4/2015
Changes requirements for Address 

Identification
Y 4 0 Benefits Minimal Yes Improvement Minimal Increase Yes

 IFC 505.1; IBC [F] 501.2; IPMC 
[F] 304.3; IRC R319.1

28 IFC F45‐13 5/4/2015 Not Part of UCC 507.4, Chapter 80
29 IFC F47‐13 5/4/2015 Not Part of UCC 508.1.5 (New), 315.3.3
30 IFC F53‐13 5/4/2015 Adds Cross reference to the IBC Y 4 0 No Impact No Impact Yes 604.1 (IBC [F] 2702.1), 202

31 IFC F54‐13 5/4/2015
Requires ASCE 24 for I‐2 essential emerg. 

Systems in flood zone
Y 4 0 mprovemen

Minimal 
Increase

Yes
604.1.2 (New) (IBC [F] 2702.1.2), 

Chapter 80

32 IFC F55‐13 5/4/2015 Adds fire brrier for fuel line protection Y 4 0
Improvem

ent
Minimal 
Increase

Yes Increases safety in hospitals Increased cost justified Yes
604.2.14.1.3 (IBC [F] 403.4.8.2) 

(New)

For Against

 (Applicable? Y or N)

5/13/2015
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33 IFC F56‐13 5/4/2015 Changes order of sections Y 4 0 No Impact No Impact Yes
604.2.1 through 604.2.18 (IBC [F] 
2702.2.1 through [F] 2702.2.20)

34 IFC F57‐13 5/4/2015
Revises critical circuit requirements to 

only required ones
Y 4 0 No Impact No Impact Yes

604.3 (New) [IBC [F] 2702.3 
(New)]; Chapter 80 (IBC Chapter 

35)

35 IFC F59‐13 Part I 5/4/2015
Adds emergency power requirements to 

a number of occupancies
Y 4 0

Greatly 
Improves

Increase Yes
Increases safety in a number of 

occupancies
Increased cost justified Yes

 604 (IBC [F] 2702) among 
others; 907.5.2.2.5 (IBC [F] 

907.5.2.2.5); IMC [F] 513.11, [F] 
513.11.1 (New); IWUIC 404.10.3; 

IEBC 805.4.5

36 IFC F59‐13 Part II 5/4/2015 References IBC for sliding door locking Y 4 0 No Impact No Impact Yes

 604 (IBC [F] 2702) among 
others; 907.5.2.2.5 (IBC [F] 

907.5.2.2.5); IMC [F] 513.11, [F] 
513.11.1 (New); IWUIC 404.10.3; 

IEBC 805.4.5

37 IFC F62‐13 5/4/2015 Not Part of UCC
605.11, 605.11.3, 605.11.3.2, 

605.11.3.3
38 IFC F64‐13 5/4/2015 Not Part of UCC 605.11.1, 605.11.2
39 IFC F69‐13 5/4/2015 Not Part of UCC 605.11.3
40 IFC F72‐13 5/4/2015
41 IFC F73‐13 5/4/2015 Not Part of UCC 605.11.3.2.1, 605.11.3.3.2
42 IFC F74‐13 5/4/2015 Not Part of UCC 605.11.3.3.2, 605.11.3.3.3
43 IFC F75‐13 5/4/2015 Not Part of UCC 605.12 (New), 202 (New)

44 IFC F77‐13 5/4/2015
Allows tamper resistant cover for 

ventilation switch
Y 4 0 No Impact No Impact Yes 606.9.2 

45 IFC F78‐13 5/4/2015
Emergency pressure control only 
required for permanently installed 

refrigeration systems
Y 4 0 No Impact No Impact Yes 606.1

46 IFC F79‐13 5/4/2015 Not Part of UCC 606.12
47 IFC F80‐13 5/4/2015 Not Part of UCC 606.12.1 (New), Chapter 80
48 IFC F81‐13 5/4/2015 Not Part of UCC 606.12.3
49 IFC F82‐13 5/4/2015 Not Part of UCC 607.4 (New)
50 IFC F83‐13 5/4/2015 Not Part of UCC 607.4 (New)
51 IFC F90‐13 5/4/2015 Not Part of UCC 609.2
52 IFC F91‐13 5/4/2015 Not Part of UCC 609.3.3.2, Chapter 80
53 IFC F93‐13 5/4/2015 Not Part of UCC 609.3.3.3.1 (New)
54 IFC F94‐13 5/4/2015 Not Part of UCC 609.4 (New), Chapter 80
55 IFC F96‐13 5/4/2015 Not Part of UCC 611 (New)
56 IFC F97‐13 5/4/2015 Not Part of UCC Chapter 7, 701.1
57 IFC F99‐13 5/4/2015 Not Part of UCC 803.5.1
58 IFC F101‐13 5/4/2015 Not Part of UCC 803.7 (New)
59 IFC F102‐13 5/4/2015 Not Part of UCC 805.1

60 IFC F103‐13 5/4/2015 Not Part of UCC
805.3.2.2, 805.3.2.2.1 (New), 

803.5.3.2.2.2 (New), Chapter 80

61 IFC F104‐13 5/4/2015 Not Part of UCC 806.1.1

62 IFC F106‐13 5/4/2015
Specifies  test methods in NFPA 701 
which was previously referrenced

Y 3 0 Yes No Yes Makes test more spoecific

806.2, 807.1(IBC [F] 806.1), 
807.1.2 (IBC [F] 806.1.2), 807.2 

(IBC [F] 806.2), 807.4.2.2, 2603.5, 
3104.2, 3105.4

63 IFC F108‐13 5/4/2015 Not Part of UCC 806.3

64 IFC F109‐13 5/4/2015
Reorganizes sectrion and clarifies 
restrictions on decorative materials

Y 4 0 No No Yes 807 (IBC [F] 806)

65 IFC F113‐13 5/4/2015 Not Part of UCC 901.4.1

66 IFC F115‐13 5/4/2015
Adds "wehere provided" to requirements 

for pump and riser rooms
Y 4 0 No No Yes 901.4.6 (IBC [F] 901.8)

67 IFC F118‐13 5/4/2015
Changes "nearest level" to "levels" of exit 

discharge for sprinklers
Y 4 0 No No Yes 903.2.1 (IBC [F] 903.2.1)



68 IFC F119‐13 5/4/2015 Not Part of UCC 903.2.1
69 IFC F120‐13 5/4/2015 Not Part of UCC 903.2.1
70 IFC F124‐13 5/4/2015 Not Part of UCC 903.2.1.6 (New)

71 IFC F128‐13 5/4/2015
Changes term "commercial trucks" or 
busses  to "commercial vehicles" in 

garages
Y 4 0 No No Yes

903.2.9 (IBC [F] 903.2.9), 
903.2.9.1 (IBC [F] 903.2.9.1), 

903.2.10.1 (IBC [F] 903.2.10.1), 
202

72 IFC F131‐13 5/4/2015
Clarifies sprinkler requirements for high 

bay buildings
Y 4 0 No No Yes 903.2.11.3 (IBC [F] 903.2.11.3)

73 IFC F132‐13 5/4/2015
Eliminatres the exception for sprtinklers 
in airport control towers, but adds the in 

only specific areas
Y 4 0 Yes Yes Yes

Protects occupants in controls towers 
which have difficult egress

Will increase costs by adding 
some sprinkler, but cost is 
justified based on safety

903.2.11.3 (IBC [F] 903.2.11.3)

74 IFC F133‐13 5/4/2015
Eliminates sprinkler requirements in 

bathrooms where walls & ceilings have 
15 minute thermal barrier

Y 4 0 No Yes Yes
Will reduce costs in area where 

fire risk is minimal

903.3.1.1 (IBC [F] 903.3.1.1),  
903.3.1.1.2 (New) [IBC [F] 

903.3.1.1.2]

75 IFC F134‐13 5/4/2015
Adds 60 ft. height to Sprinklered Group R 
structures in addition to 4 stories ‐ Allows 

for buildigns with high ceiling areas
Y 4 0 No Yes Yes

Will reduce costs while meeting 
intent

903.3.1.2 (IBC [F] 903.3.1.2)

76 IFC F135‐13 5/4/2015
Clarifies where height is to be measured 

from
Y 4 0 No No Yes 903.3.1.2 (IBC [F] 903.3.1.2

77 IFC F136‐13 5/4/2015
Adds sleeping untis for spriknler 
requirements to decks in Group V 

construction
Y 4 0 Yes Yes Yes

Will require sprinlered decks for sleeping 
untis in combustible construction

Slightincreas for additional 
sprinkler for deck

903.3.1.2.1 (IBC [F] 903.3.1.2.1)

78 IFC F137‐13 5/4/2015 Adds definition for open ended corridor Y 4 0 No No Yes
202, 903.3.1.2.2 (New) [IBC [F] 
903.3.1.2.2 (New)], 1104.21

79 IFC F138‐13 5/4/2015
Updates the requirements for limited 

area sprinkler systerms
Y 4 0 No No Yes

903.3, 903.3.8 (New), 903.4 (IBC 
[F] 903.4), 903.3.5.1 (IBC [F] 
903.3.5.1), 903.3.5.2 (IBC [F] 

903.3.5.2)

80 IFC 139‐13 5/4/2015
Relocates the requirments for secondary 

water supplies to Section 403
Y 4 0 No No Yes

903.3.5.2 (IBC [F] 903.3.5.2); IBC 
[F] 403.3

81 IFC F140‐13 5/4/2015 Not Part of UCC 903.3.7

82 IFC F141‐13 5/4/2015 Reorganizes section  Y 4 0 No No Yes

903.3.7, 905.1 (IBC [F] 905.1), 
905.2 (IBC [F] 905.2), 912.1, 
912.3 (IBC [F] 912.3); IBC [F] 
903.3.7 (New), IBC [F] 912.1

83 IFC F144‐13 5/4/2015
Adds requirements for water mist 
systems in hoods which was not 

previously in the code
Y 4 0 No No Yes

904.2 (IBC [F] 904.2), 904.2.1 
(New) [IBC [F] 904.2.1 (New)], 
904.12 (New) [IBC [F] 904.12 

(New)], 202 (IBC 202), 902.1 (IBC 
[F] 902.1), Chapter 80 (IBC 

Chapter 35)

84 IFC F146‐13 5/4/2015
Updates requirements for portable 
extinguishers at commercial hoods

Y 4 0 No No Yes

904.12 (IBC [F] 904.12) (New), 
904.12.1 (IBC [F] 904.12.1 
(New)), 904.12.2 (IBC [F] 

904.12.2 (New)), Table 906.1 
(IBC [F] Table 906.1), Chapter 80 

(IBC Chapter 35)
85 IFC F148‐13 5/4/2015 Not Part of UCC 905.4
86 IFC F150‐134 5/4/2015 Not Part of UCC 901.8.2 (New)

87 IFC F152‐13 5/4/2015 Adds audibility levels to design drawings Y 4 0 Increases None Y 907.1.2 (IBC [F] 907.1.2)

88 IFC F157‐13 5/4/2015
Increases requirement for manual alarm 

systems  from 30 to 50 occupants
Y 4 0 None

Reduces 
Costs

Y 907.2.3 (IBC [F] 907.2.3)

89 IFC F158‐13 5/4/2015
Increases requirement for voice systems 

100 occupants
Y 4 0 None

Reduces 
Costs

Y 907.2.3 (IBC [F] 907.2.3)



90 IFC F160‐13 5/4/2015
Reduces requirements for visual 

signalling in I‐2 care and critical care 
areas

Y 4 0 None Reduces 
Costs Y

907.2.6 (IBC [F] 907.2.6), 
907.5.2.1 (IBC [F] 907.5.2.1), 
907.5.2.3 (IBC [F] 907.5.2.3)

91 IFC F161‐13 5/4/2015
Clarifies exception that college  dorms 

that have dormitory type sleeping do not 
require automatic smoke detection

Y 4 0 None None Y 907.2.9.3 (IBC [F] 907.2.9.3)

92 IFC F163‐13 5/4/2015
Allows use of smoke detection connected 

to fire aalrm system in lieu of smoke 
alarms in R‐2, R‐3, R‐4 and I‐1

Y 4 0 None None Y
907.2.11.2 (IBC [F] 907.2.11.2), 

907.2.11.5 (New) (IBC [F] 
907.2.11.5 (New))

93 IFC F167‐13 5/4/2015
Clarifies that only smoke detecton 
required by rational analysis need 
operate smoke control system

Y 4 0 None None Y 907.2.14 (IBC [F] 907.2.14)

94 IFC F168‐13 5/4/2015
Modifies smoke detection requirements 

in air traffic towers
Y 4 0 None

Some 
increase and 

some 
decrease

Y

907.2.22 (IBC [F] 907.2.22), 
907.2.22.1 (New) [IBC [F] 

907.2.22.1(New)], 907.2.22.2 
(New) [IBC [F] 907.2.22.2(New)]

95 IFC F169‐13 5/4/2015
Modifies duct smoke detectors to report 
to cntral stations as supervisory only

Y 4 0 None None Y 907.3.1 (IBC [F] 907.3.1)

96 IFC F170‐13 5/4/2015
Modifies 200 ft travel to pull stations in 

unsprinklered buildings only
Y 4 0 None None Y 907.4.2.1 (IBC [F] 907.4.2.1)

97 IFC F171‐13 5/4/2015
Modifies visual signaling requirements to 

be consistent with ADA 2010
Y 4 0 None None Y

202, 907.5.2.3.1 (IBC [F] 
907.5.2.3.1). 907.5.2.3.2 (IBC [F] 

907.5.2.3.2)

98 IFC F173‐13 5/4/2015
Clarifies that monitoring of fire alarm 
systems is part of the installation

Y 4 0 None None Y 907.6 (IBC [F] 907.6)

99 IFC F174‐14 5/4/2015
Adds requirement for identification of 

initiating device locations for fire  fithters
Y 4 0 None

Increase s 
construction 

cost but 
reduces fire 

loss

Y
907.6.3 (New) (IBC [F] 907.6.3), 

907.6.3.1 (New) (IBC [F] 
907.6.3.1)

100 IFC F180‐13 5/4/2015
Relocates carbon monoxide 

requirements to another code section
Y 4 0 None None Y

915 (New) [IBC [F] 915 (New)], 
908.7(IBC [F] 908.7), 908.7.1 (IBC 

[F] 908.7.1)

101 IFC F182‐13 5/4/2015

Changes requirements in Group E from 
single station CO alarms to CO detection ‐ 
Consistent with legislation introduced in 

PA

Y 4 0 Improves

Increases  
construction 

cost - 
justified

Y

908.7 (IBC[F] 908.7) , 908.7.1 
(New) [IBC [F] 908.7.1 (New)], 

908.7.1.1 (New) [IBC [F] 
908.7.1.1 (New)], 908.7.1.2 

(New) [IBC [F] 908.7.1.2 (New)]

102 IFC 184‐13 5/4/2015
Changes operating time for smoke 

control to 20 min. or 1‐1/2 time egress 
time whichever is greater rather than less

Y 4 0 None None Y
909.4.6 (IBC [F] 909.4.6, IMC [F] 

513.4.6)

103 IFC 185‐13 5/4/2015
Adds requirement to consider interaction 

of smoke control systems
Y 4 0 Improves

Some 
increase and 

some 
decrease

Y

909.4 (IBC [F] 909.4, IMC [F] 
513.4), 909.4.7 (New) [IBC [F] 
909.4.7 (New), IMC [F] 513.4.7 

(New)]

104 IFC F186‐13 5/4/2015
Tightens smoke barrier construction 

requirements
Y 4 0 Improves Slight 

increase Y

909.5 (IBC [F] 909.5, IMC [F] 
513.5), 909.5.1 (IBC [F] 909.5.1, 
IMC [F] 513.5.1), 909.5.2 (IBC [F] 

909.5.2, IMC [F] 513.5.2)

105 IFC F187‐13 5/4/2015
Carifies smoke barrier construction in I‐1 
Condition 2, Group I‐2 and ambulatory 

health care facilities
Y 4 0 None None Y

909.5.2 (IBC [F] 909.5.2, IMC [F] 
513.5.2), 909.5.2.1 (New) [IBC [F] 



106 IFC F188‐13 5/4/2015
Clarifies opening protection in Group I‐2 

and ambulatory care facilities
Y 4 0 None None Y

909.5.2.1 (New), IMC [F] 
513.5.2.1 (New)]

107 IFC F189‐13 5/4/2015
Clarifies that stair and elevator 

pressurization systems are smoke control 
systems

Y 4 0 None None Y
909.6.3 (New) [IBC [F] 909.6.3 
(New), IMC [F] 513.6.3 (New)]

108 IFC F190‐13 5/4/2015
Modifies airflowmethod to be consistent 

with NFPA 92
Y 4 0 None None Y

909.7 (IBC [F] 909.7, IMC [F] 
513.7), 909.7.1 (IBC [F] 909.7.1, 
IMC [F] 513.7.1), 909.7.2 (IBC [F] 

909.7.2, IMC [F] 513.7.2)

109 IFC F192‐13 5/4/2015

Changes requirements for eliminating 
weekly test of smoke control systems 

where environmntal or other conditions 
could hinder building

Y 4 0 None

possible 
increase in 

construciotn 
cost but 
reduces 

operating 
cost

Y
909.12.1 (IBC [F] 909.12.1, IMC 
[F] 513.12.1), 909.20.6 (New)

110 IFC F194‐13 5/4/2015
Adds elevtor hoistway pressurization 

alternative
Y 4 0 None None Y [B] 909.21 (New)

111 IFC F195‐13 5/4/2015
Modifies requirementsfor smoke and 
heat venting in storage buildings

Y 4 0 None
May reduce 

costs
Y

910 (IBC [F] 910), Table 901.6.1, 
Table 3206.2, 3206.7, Chapter 80 

(IBC Chapter 35)

112 IFC F196‐13 5/4/2015
Ads sprinklers wth RTI less than 50 to 
ESFR for eliminating the need for roof 

vents
Y 3 0 None

May reduce 
costs

Y
910.1 (IBC [F] 910.1), 910.3.5 
(IBC [F] 910.3.5), 202, 3202, 

Table 3206.2

113 IFC F199‐13 5/4/2015
Eliminates need for explosion venting in 
H5 occupancies under certain conditions

Y 3 0 No Yes Yes May reduce costs
IFC Table 911.1; IBC Table [F] 

414.5.1

114 IFC F204‐13 5/4/2015
Adds UL 2196 Standard for fire pump 

cables
Y 4 0 N/A N/A Y

913.2.2 (IBC [F] 913.2.2 (New)), 
Chapter 80 (IBC Chapter 35)

115 IFC F206‐13 5/4/2015 Not Part of UCC 914.8.2 (New)
116 IFC F208‐13 5/4/2015 Not Part of UCC 1030.2.1
117 IFC F209‐13 5/4/2015 Not Part of UCC 1030.3.1 (New)

118 IFC F212‐13 Part I 5/4/2015
Modifies exception to existing building 
requirements to  coordinate with 

Existing Building Code
Y 3 0 N/A N/A Y

913.2.2 (IBC [F] 913.2.2 (New)), 
Chapter 80 (IBC Chapter 35)

119 IFC F213‐13 5/4/2015 Not Part of UCC
1103.1.1 (New), [A] 102.6, 

Chapter 80
120 IFC F215‐13 5/4/2015 Not Part of UCC 1103.3
121 IFC F216‐13 5/4/2015 Not Part of UCC 1103.3 (New), 1103.3.1 (New)

122 IFC F217‐13 5/4/2015 Not Part of UCC
1103.4, 1103.4.1, 1103.4.2, 
1103.4.3, 1103.4.4, 1103.4.8 

(New)
123 IFC F218‐13 5/4/2015 Not Part of UCC 1103.4.1

124 IFC F220‐13 5/4/2015 Not Part of UCC
1103.4.8 (New), 1103.4.9 (New), 
603.8.6 (New), 603.8.7 (New)

125 IFC F225‐13 5/4/2015 Not Part of UCC 1103.5.3 (New)
126 IFC F227‐13 5/4/2015 Not Part of UCC 1103.7.2
127 IFC F228‐13 5/4/2015 Not Part of UCC 1103.7.6
128 IFC F230‐13 5/4/2015 Not Part of UCC 1103.10 (New)
129 IFC F231‐13 5/4/2015 Not Part of UCC 1104.2
130 IFC F232‐13 5/4/2015 Not Part of UCC 1104.5
131 IFC F233‐13 5/4/2015 Not Part of UCC 1104.7
132 IFC F234‐13 5/4/2015 Not Part of UCC 1104.8
133 IFC F235‐13 5/4/2015 Not Part of UCC 1104.22
134 IFC F236‐13 5/4/2015 Not Part of UCC 1105 (New)



135 IFC F237‐13 5/4/2015 Not Part of UCC
1105.1 (New), 1105.7 (New), 
1105.8 (New); Table 1103.1; 

1103.5.2, 1103.7.3

136 IFC F238‐13 5/4/2015 Not Part of UCC
1105.2 (New), Table 1105.2 

(New)
137 IFC F239‐13 5/4/2015 Not Part of UCC 1105.3 (New); 202 (New)

138 IFC F240‐13 5/4/2015 Not Part of UCC
1105.4 (New), 1104.5.1, 1104.7, 

1104.15, 1104.17.2, Table 
1104.17.2, 1104.22

139 IFC F241‐13 5/4/2015 Not Part of UCC 1105.5 (New) 

140 IFC F242‐13 5/4/2015 Not Part of UCC 1105.6 (New), Table 1104.17.2

141 IFC F243‐13 5/4/2015 Not Part of UCC 1105.9 (New)
142 IFC F244‐13 5/4/2015 Not Part of UCC 2004.7 (New), Chapter 80

143 IFC F246‐13 5/4/2015 Not Part of UCC
2306.8.1, 2306.8.2 (New), 

Chapter 80

144 IFC F250‐13 5/4/2015
Modifies location of LP Gas dispensing ‐ 
Not Part of UCC ‐ Covered in PA LP Gas 

Code
Y 3 0 N/A N/A Y 2307.4 (IFGC [F] 412.6)

145 IFC F251‐13 5/4/2015
Modifies location of LP Gas dispensing ‐ 
Not Part of UCC ‐ Covered in PA LP Gas 

Code
Y 3 0 N/A N/A Y

2307.5 (IFGC [F] 412.7.6)  (New), 
2307.6 (IFGC [F] 412.7), 2307.6.1 
(IFGC [F] 412.7) (New), 2307.6.3 

(IFGC [F] 412.7.4) (New)

146 IFC F252‐13 5/4/2015
Covers fueling of LP Gas Vehicles ‐ Not 
Part of UCC ‐ Covered in PA LP Gas Code

Y 3 0 N/A N/A Y 2307.6 (IFGC [F] 412.8), 2307.7

147 IFC F254‐13 5/4/2015 Not Part of UCC
2309.3.1.1, 2309.3.1.2, Chapter 

80
148 IFC F255‐13 5/4/2015 Not Part of UCC 2309.4.1
149 IFC F256‐13 5/4/2015 Not Part of UCC 2309.6 (New), 2311.8
150 IFC F257‐13 5/4/2015 Not Part of UCC 2310.5.3
151 IFC F258‐13 5/4/2015 Not Part of UCC 2311.7
152 IFC F260‐13 5/4/2015 Not Part of UCC 2404.6.1.2.1

153 IFC F261‐13 5/4/2015
Modifies air velocities on spray booths to 

conform to OSHA requirements
Y 3 0 Y N/A Y Improves worker safety 2404.7.3 (IMC [F] 502.7.3.3)

154 IFC F263‐13 5/4/2015
Deletes definition of HPM Flammable 

Liquids
Y 3 0 N/A N/A Y 2705.2.3.1, 202 (IBC 202)

155 IFC F264‐13 5/4/2015 Not Part of UCC 2808.3
156 IFC F266‐13 5/4/2015 Not Part of UCC 3101.1, 3103.1

157 IFC F268‐13 5/4/2015 Not Part of UCC
3103.9; 3103.9.1 (New), 3103.9.2 

(New)

158 IFC F269‐13 5/4/2015 Not Part of UCC
3105 (New), 202 (New), 3101.1, 
3102.1, 105.6.43, 105.7.16, 

Chapter 80
159 IFC F271‐13 5/4/2015 Not Part of UCC 3203.2
160 IFC F272‐13 5/4/2015 Not Part of UCC 3206.4.1 (New), 3208.2.1
161 IFC F273‐13 5/4/2015 Not Part of UCC 3206.6.1.1
162 IFC F274‐13 5/4/2015 Not Part of UCC 3206.9.3
163 IFC F276‐13 5/4/2015 Not Part of UCC 3208.2.2
164 IFC F278‐13 5/4/2015 Not Part of UCC 3304.2, 3304.3 (New), 3304.4
165 IFC F279‐13 5/4/2015 Not Part of UCC 3304.2.1 (New
166 IFC F280‐13 5/4/2015 Not Part of UCC 3306.2 (New), Chapter 80

167 IFC F281‐13 5/4/2015

Changes wording for installation of 
standpipes during construction from "not 

more than" to "prior to construction 
exceeding"

Y 3 0 N/A N/A Y
3313.1 (IBC [F] 3311.1, IEBC [F] 

1506.1)

168 IFC F282‐13 5/4/2015 Not Part of UCC
 3510 (New), 202, 3504.1.7, 
5704.2.7.6, Chapter 80

169 IFC F283‐13 5/4/2015 Not Part of UCC 3603.4



170 IFC F284‐13 5/4/2015
Deletes "industrial products" from 
exception because term is too broad

Y 3 0 N/A N/A Y
5001.1, Table 5003.1.1(1) [IBC [F] 
307.1(1)], Table 5003.1.1(2) [IBC 

[F] 307.1(2)]; 5701.2

171 IFC F288‐13 5/4/2015

Adds "where manufactured, generated 
or used in such a manner that the 

concentration and conditions create a 
fire or explosion hazard based on 

information prepared in accordance with 
Section 414.1.3"  to definition of 

buildings with combustible fire hazards

Y 3 0 N/A N/A Y
Table 5003.1.1(1) [IBC [F] TABLE 
307.1(1)]; IBC [F] 307.5 (IFC 202

172 IFC F289‐13 5/4/2015
Deletes increase in quantity of consumer 
fireworks in sprinkle red buildings due to 

lack of test data
Y 3 0 N/A N/A Y

Table 5003.1.1(1) [IBC [F] Table 
307.1(1)]

173 IFC F290‐13 5/4/2015
Adds gas Rooms to increase in quantities 
stored in approved storage cabinets

Y 3 0 N/A N/A Y
Table 5003.1.1(1) [IBC [F] Table 

307.1(1)], 5003.8.4

174 IFC F292‐13 5/4/2015 Rearranges table for clarity Y 3 0 N/A N/A Y
Table 5003.1.1(1), Table 
5003.1.1(2); IBC [F] Table 
307.1(1), [F] Table 307.1(2)

175 IFC F293‐13 5/4/2015 Not Part of UCC Table 5003.1.1(3)
176 IFC F294‐13 5/4/2015 Not Part of UCC 5003.2.1

177 IFC F298‐13 5/4/2015
Modifies section on emergency and 

standby power to coordinate between 
IBC and IFC

Y 3 0 N/A N/A Y IFC: 5004.7; IBC [F] 414.5.3

178 IFC F299‐13 5/4/2015
Modifies storage of aerosols to comply 

with NFPA standards
Y 3 0 N/A N/A Y

5104.1, 5104.1.1 (New), 202 (IBC 
[F] 202)

179 IFC F300‐13 5/4/2015 Not Part of UCC 5203.7 (New), 5204.

180 IFC F301‐13 5/4/2015 Not Part of UCC Chapter 52; Chapter 37 (New)

181 IFC F303‐13 5/4/2015 Not Part of UCC 5301.1, 5305.7
182 IFC F304‐13 5/4/2015 Not Part of UCC 5301.1, 5303.6.2
183 IFC F306‐13 5/4/2015 Not Part of UCC 5306, 5306.1, 5306.4
184 IFC F308‐13 5/4/2015 Not Part of UCC 5306.2.1
185 IFC F309‐13 5/4/2015 Not Part of UCC 5306.4

186 IFC F310‐13 5/4/2015 Not Part of UCC
5307 (New), 908.7 (New), 

105.6.4 (New), Table 105.6.8

187 IFC F311‐13 5/4/2015 Not Part of UCC
5501.1, 5503.1.3.1, 5503.2.6, 

Table 5504.3.1.
188 IFC F312‐13 5/4/2015 Not Part of UCC 5601.3
189 IFC F313‐13 5/4/2015 Not Part of UCC 601.1.3
190 IFC F314‐13 5/4/2015 Not Part of UCC 5601.3

191 IFC F315‐13 5/4/2015 Not Part of UCC
5704.2.7.1, 5704.2.11, 

5704.2.11.1
192 IFC F316‐13 5/4/2015 Not Part of UCC 5704.2.7.3.6
193 IFC F317‐13 5/4/2015 Not Part of UCC 5704.2.9.7.3
194 IFC F318‐13 5/4/2015 Not Part of UCC 5704.3.3.2

195 IFC F319‐13 5/4/2015 Not Part of UCC
Table 5704.3.6.3(7), Table 
5704.3.7.5.1, 5704.3.8.

196 IFC F320‐13 5/4/2015 Not Part of UCC 5705.5, 5705.5.1
197 IFC F323‐13 5/4/2015 Not Part of UCC 5801.1, Chapter 80
198 IFC F324‐13 5/4/2015 Not Part of UCC 5803.1.1
199 IFC F325‐13 5/4/2015 Not Part of UCC 6003.1.4.1
200 IFC F326‐13 5/4/2015 Not Part of UCC 6003.1.5.2, 6003.1.5.3
201 IFC F329‐13 5/4/2015 Not Part of UCC 6105.2
202 IFC F330‐13 5/4/2015 Not Part of UCC 6106.2
203 IFC F331‐13 5/4/2015 Not Part of UCC  6107.4, 6109.13

204 IFC F334‐13 5/4/2015 Not Part of UCC
6303.1.1.2, 6303.2, 6304.1, 

6304.2.1



205 IFC F337‐13 5/4/2015 Not Part of UCC
Appendix C101, C102, C103, 

C104, C105
206 IFC F339‐13 5/4/2015 Not Part of UCC Appendix D103.5

207 IFC F340‐13 5/4/2015 Not Part of UCC
Appendix B105.1, Table B105(1) 
(New), B105.2, Table B105(2) 

(New), Table B105.1

208 IFC F342‐13 5/4/2015 Not Part of UCC Appendix D107.1, D107.2 (New)

209 IFC F343‐13 5/4/2015 Not Part of UCC Appendix E102.1.7.1
210 IFC F344‐13 5/4/2015 Not Part of UCC Appendix K (New)
211 IFC F346‐13 5/4/2015 Not Part of UCC Appendix K (New), 508.1.5
212 IFC F347‐13 5/4/2015 Not Part of UCC Appendix K (New)

213 IFC F348‐13 5/4/2015 Not Part of UCC
907.2.6.2 (IBC [F] 907.2.6.2); IBC 

[F] 407.8
214 IFC F349‐13 5/4/2015 Not Part of UCC 3203.4

215 IFC F350‐13 5/4/2015 Not Part of UCC
2801.1, 2802.1, 2804.1, 2808.1, 
2808.2, 2809.1, 2809.2, 202

216 IFC F352‐13 5/4/2015 Not Part of UCC 605.11
217 IFC F356‐13 5/4/2015 Not Part of UCC 5003.11.3.11 (New
218 IFC F357‐13 5/4/2015 Not Part of UCC 5301.1

219 IFC F359‐13 5/4/2015
Specifies placement of ionization and 

photoelectric smoke alarms with respect 
to cooking equipment

Y 3 0 Y N/A Y
Will reduce accidental activation of 
devices and discourage disabling of 

devices

IFC 907.2.11.3 (IBC [F] 
907.2.11.3) (New), 907.2.11.4 
(IBC [F] 907.2.11.4) (New);

220 IFC F360‐13 5/4/2015
Clarifies location requirements of CO 

detectors
Y 3 0 N/A N/A Y

908.7 (IBC [F]908.7) through 
908.7.7 (IBC [F]908.7.7) (New); 

1103.9; 202


