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1 IRC plumbing RP1-13 4/23/2015

requires existing underground plumbing 
to be inspected by camera to verify 

compliance with the code when a new 
system is connected

NO 3 YES YES YES P2502.1

2 IRC plumbing RP4-13 4/23/2015
clarification of building sewer testing and 

the addition of forced sewer testing 
procedures

YES 3 NO NO YES P2503.4

3 IRC plumbing RP6-13 4/23/2015 removes DWV and substitues drainage, 
waste, and vent YES 3 NO NO YES P2503.5

reduces the 10' test height for water
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4 IRC plumbing RP8-13 4/23/2015 reduces the 10  test height for water 
tests of DWV systems to 5' YES 3 NO NO YES P2503.5.1

5 IRC plumbing RP11-13 4/23/2015

clarifies direct waste connections are 
required unless indirect connections are 
required by the code also clarifies where 

graywater systems are allowed 

YES 3 YES NO YES P2601.2

6 IRC plumbing RP12-13 4/23/2015
provides for private water supplies to be 
designed to state or local laws or lacking 

such to ANSI/NGWA-01-07.
YES 3 YES NO YES P2602.1, P2602.2, Chapter 14

7 IRC plumbing RP14-13 4/23/2015

reduces the distance from a framing 
edge to a pipe from 1 1/2" to 1 1/4" 

without requiring  a protector plate to 
match the NEC and encourage quality 

workmanship

YES 3 NO YES YES P2603.2.1

8 IRC plumbing RP16-13 4/23/2015

clarifies protection requirements for 
metallic piping passing through 

corrosive materials and reduces plastic 
protector thickness to 8 mills.

YES 3 NO NO YES P2603.3

9 IRC plumbing RP17-13 4/23/2015 clarifies how and where water and sewer 
lines may be installed in the same trench YES 3 NO NO YES P2604.2

clarifies how piping is to be installed10 IRC plumbing RP18-13 4/23/2015 clarifies how piping is to be installed 
when near the load bearing footers etc. YES 3 NO NO YES P2604.4

11 IRC plumbing RP19-13 4/23/2015
adds new larger PEX and PE-RT 

(Polyethylene of Raised Temperature) pipe sizes 
and support spacings to the chart

YES 3 NO NO YES P2605.1 Table P2605.1

12 IRC plumbing RP20-13 4/23/2015
removes brass pipe from the table 

because it is covered under copper and 
copper alloy pipes

YES 3 NO NO YES Table P2605.1

13 IRC plumbing RP21-13 4/23/2015
removes "mid-story guide" and 

substitutes a clear definition and adds 
reason to the requirement

YES 3 NO NO YES Table P2605.1

14 IRC plumbing RP23-13 4/23/2015

clarifies roof flashing requirements and 
defines acceptable counter flashing 

restrictions and separates wall 
penetration requirements for clarity

YES 3 NO NO YES P2607.1, P2607.2 (New)

15 IRC plumbing RP24-13 4/23/2015 clarifies that nipples made from pipe are 
not required to be identified YES 3 NO YES YES P2609.1

16 IRC plumbing RP25-13 4/23/2015 adds an exception allowing alternate 
identification of small parts YES 3 NO NO YES P2609.1

17 IRC plumbing RP27-13 4/23/2015
clarifies that only plumbing parts 

required by code to meet a standard  
must be listed by a certification agency 

YES 3 NO NO YES P2609.4
y g y

18 IRC plumbing RP28-13 4/23/2015
 Table P2701.1 is identified as the 

location of referenced standards for 
plumbing fixtures

YES 3 NO NO YES P2701.1

19 IRC plumbing RP29-13 4/23/2015
defines food waste disposer and 

substitutes this term for all other terms 
for these devices throughout the code

YES 3 NO NO YES

R202, P2707.1, P2716, P2716.1, 
P2716.2, P2717.3, TABLE P2903.6,  
TABLE P3004.1, TABLE P3005.4.2, 
P3111.1, P3112.1, TABLE P3201.7
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20 IRC plumbing RP30-13 4/23/2015
updates table P2701.1 to the new ANSI 
Z124.1.2-2005 combined standard for 
plastic bathtubs and shower units

YES 3 NO NO YES Table P2701.1, Chapter 44

21 IRC plumbing RP32-13 4/23/2015

adds definition of waste receptor, 
clarifies strainer requirements and 
refines language and sections for hub 
drains, stand pipes and laundry 
connections to stand pipes

YES 3 NO NO YES R202, P2702.1, P2706.1, P2706.1.1 
(New), P2706.2, P2706.2.1

22 IRC plumbing RP33-13 4/23/2015
clarifies that waste fittings can be made 
up from pipe and fittings listed in tables 

P3002.1(1) and P3002.3
YES 3 NO NO YES P2702.2

23 IRC plumbing RP34-13 4/23/2015 removes brass and substitutes copper 
alloy YES 3 NO NO YES P2705.1

24 IRC plumbing RP36-13 4/23/2015
provides an updated definition which 

also references code approved 
standards

YES 3 NO NO YES P2701.1

25 IRC plumbing RP39-13 4/23/2015
walls above showers and bathtubs with 

shower heads shall be finished in 
accordance with Section R307.2. 

YES 3 NO NO YES P2710.1

26 IRC plumbing RP40-13 4/23/2015
Adds a statement and standard ASME 
A112.19.14 for water closets equipped 

with a dual flushing device .
YES 3 NO NO YES P2712.1,      Chapter 44

27 IRC plumbing RP42-13 4/23/2015
removes unenforcible language and 

substitutes a requirement for a faucet 
only

YES 3 NO NO YES P2716.2

28 IRC plumbing RP43-13 4/23/2015

replaces a missing standard with a new 
one ASME A112.1.3 or A112.1.2  

requiring a built in air gap or a backflow 
preventer according to P2902

YES 3 NO NO YES P2717.1

29 IRC plumbing RP44-13 4/23/2015
section P2717.3 is removed and the 
language is simplified and included in YES 3 NO NO YES P2717.2,     P2717.3

one section

30 IRC plumbing RP47-13 4/23/2015 adds a new standard for composting 
toilets. May need approval of the DEP YES 3 YES NO YES P2725 (New), P2725.1 (New)

31 IRC plumbing RP48-13 4/23/2015 simplifies the requirement for hot water 
allowing alternative sources YES 3 NO NO YES P2801.1

32 IRC plumbing RP49-13 4/23/2015 requires drainage valves in water 
heaters as commonly supplied YES 3 NO NO YES P2801.2 (New)

33 IRC plumbing RP50-13 4/23/2015 removes an outdated standard from the 
code YES 3 NO NO YES P2801.5

34 IRC plumbing RP51-13 4/23/2015
adds aluminum & plastic water heater 
pans to the code while still including 

language for other approved materials.
YES 3 NO NO YES P2801.5

35 IRC plumbing RP53-13 4/23/2015
adds an exception allowing water 

heaters to be replaced without adding a 
pan if none exists

YES 3 NO NO YES P2801.5.2

adds a minimum clearance of 2 pipe 
diameters for the distance from the 

36 IRC plumbing RP55-13 4/23/2015 discharge piping from a pressure, 
temperature or T&P valve to the flood 

level of the receptor

YES 3 NO NO YES P2803.6.1

37 IRC plumbing RP56-13 4/23/2015
adds a requirement that PEX and PE-
RT discharge pipe be one size larger 
and that the end be fastened in place.

YES 3 NO NO YES
poorly worded could be read that all piping 

methods must be one size larger and only that 
PEX and PE-RT be fastened

P2803.6.1

38 IRC plumbing RP57-13 4/23/2015

adds a new requirement for marking 
pipes and outlets for non-potable water 

a pictogram the color purple and the size 
of lettering is specified

YES 3 YES NO YES P2901.1,         P2901.2 (New), P2901.2.1 
(New), P2901.2.2 (New), P2901.2.3 (New)
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39 IRC plumbing RP58-13 4/23/2015

clarifies that backflow prevention  
assemblies or devices are included in 
the methods of protection of potable 

water 

YES 3 YES NO YES P2902.1

40 IRC plumbing RP61-13 4/23/2015
clarification of airgap language and 
removal of dishwashing and clothes 

washing appliances 
YES 3 NO NO YES P2902.3.1

41 IRC plumbing RP62-13 4/23/2015
clarifies that atmospheric-type vacuum 
breakers must be continuously open to 

the atmosphere
YES 3 NO NO YES these 2 sections both modify P2902.3.2 the 

2015 IRC includes both staements P2902.3.2

clarifies that the critical level of the 

42 IRC plumbing RP63-13 4/23/2015

atmospheric vacuum breaker shall be 
set at not less than  6 inches (152 mm) 

above the highest elevation of 
downstream piping and the flood level 

rim of the fixture or device.

YES 3 YES NO YES these 2 sections both modify P2902.3.2 the 
2015 IRC includes both staements

P2902.3.2

43 IRC plumbing RP65-13 4/23/2015

clarifies that backflow preventers with 
intermediate atmospheric vents shall not 

be used for hazardous chemical 
protection.  

YES 3 YES NO YES P2902.3.3

44 IRC plumbing RP67-13 4/23/2015

clarifies that the critical level of a 
pressure vacuum breaker and a spill 

resistant vacuum breaker assembly shall 
be set at not less than 12 inches (304 
mm) above the highest elevation of 

downstream piping and the flood level 
rim of the fixture or device

YES 3 YES NO YES P2902.3.4

45 IRC plumbing RP70-13 4/23/2015
provides consistent terminology 
throughout the code for reference and 
comparison.

YES 3 NO NO YES P2902.3.6

46 IRC plumbing RP71-13 4/23/2015
table provides clarity of the type of 
hazard each backflow preventer is YES 3 YES NO YES Table P2902.3
capable of controlling

47 IRC plumbing RP72-13 4/23/2015
provides consistent terminology 
throughout the code for reference and 
comparison.

YES 3 NO NO YES P2902.4

48 IRC plumbing RP73-13 4/23/2015

clarification that water closet flush tanks 
require an antisiphon fill valve with a 1" 
minimum elevation above the overflow 

pipe

YES 3 NO NO YES P2902.4.1

49 IRC plumbing RP74-13 4/23/2015 minor language change clarifying 
backflow protection at hosebibs YES 3 NO NO YES P2902.4.3

50 IRC plumbing RP75-13 4/23/2015
clarifies when and which type of 

backflow preventers shall be used with 
boilers when chemicals are added

YES 3 NO NO YES P2902.5.1

51 IRC plumbing RP76-13 4/23/2015
clarifies when single wall and double wall 
heat exchangers are required to protect 

potable water
YES 3 YES NO YES P2902.5.2

52 IRC plumbing RP77-13 4/23/2015
provides consistent terminology 
throughout the code for reference and 
comparison.

YES 3 NO NO YES P2902.5.5

lower flow rates are included for some53 IRC plumbing RP79-13 4/23/2015 lower flow rates are included for some 
fixtures YES 3 NO NO YES Table P2903.1

54 IRC plumbing RP82-13 4/23/2015 additional methods of achieving required 
water quantities and pressures YES 3 NO NO YES P2903.3

55 IRC plumbing RP85-13 4/23/2015
gridded hot water systems are not 
permitted. Gridded systems are 

common in some sprinkler systems
YES 3 NO NO YES P2903.8

56 IRC plumbing RP87-13 4/23/2015 manifold systems may be installed in 
any orientation YES 3 NO NO YES P2903.8.3

57 IRC plumbing RP90-13 4/23/2015
clarifies that fixtures shall have 
individual valves which must be 
accessible similar to the NEC

YES 3 NO NO YES P2903.9.3
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58 IRC plumbing RP91-13 4/23/2015 simpler language requiring valves to 
comply with NSF 61 matching the IPC YES 3 NO NO YES P2903.9.4

59 IRC plumbing RP92-13 4/23/2015
valve standards are added for various 

plumbing materials in a new table and in 
the referenced standards

YES 3 NO NO YES P2903.9.4, Table P2903.9.4 (New), 
Chapter 44

60 IRC plumbing RP101-13 4/23/2015

requires sprinkler piping to be supported 
according to the pipe and sprinkler 

maufacturer's requirements instead of 
cold water piping

YES 3 NO NO YES P2904.3

clarifies lead content languagefor 

61 IRC plumbing RP102-13 4/23/2015

g g
potable water ands adds a section for a 

new standard on lead content of drinking 
water

YES 3 NO NO YES P2905.2, P2905.2.1 (New), Chapter 44

62 IRC plumbing RP103-13 4/23/2015
section P2905.4.1 was moved to 

P2905.3.7 so dual check backflow 
preventers are included with the others

YES 3 NO NO YES P2905.4.1

63 IRC plumbing RP104-13 4/23/2015
complete updating of the section to 
clarify building sewer and waterline 

separation 
YES 3 NO NO YES P2905.4.2

64 IRC plumbing RP105-13 4/23/2015
removes cement asbestos pipe and 

fittings from the code because it is no 
longer produced in this country

YES 3 NO NO YES Table P2905.4, P3004.3, Table P3302.1

65 IRC plumbing RP106-13 4/23/2015 adds polypropylene tubing to the water 
service table YES 3 NO NO YES Table P2905.4

66 IRC plumbing RP107-13 4/23/2015

adds chlorinated polyvinyl 
chloride/aluminum/chlorinated polyvinyl 
chloride (CPVC/AL/CPVC) to the water 

service and water distribution tables 
along with a new standard

YES 3 NO NO YES Table P2905.4, Table P2905.5, 
P2905.9.1.3 (new) Chapter 44

brass pipe is removed from the tables 
Table P2905 4 Table P2905 5 Table67 IRC plumbing RP108-13 4/23/2015 and the standards are included under 

copper alloys
YES 3 NO NO YES Table P2905.4, Table P2905.5, Table 

P2905.6

68 IRC plumbing RP109-13 4/23/2015
a new standard for Copper and Copper Alloy 
Press-Connect Pressure Fittings is added to 

the table and referenced standards
YES 3 NO NO YES Table P2905.6, Chapter 44

69 IRC plumbing RP110-13 4/23/2015 removes DWV standards from the water 
supply pipe fittings table YES 3 NO NO YES Table P2905.6

70 IRC plumbing RP111-13 4/23/2015 adds a standard for PE-RT pipe fittings 
to the water pipe fitting table YES 3 NO NO YES Table P2905.6

71 IRC plumbing RP112-13 4/23/2015 removes DWV standards from the water 
supply pipe fittings table YES 3 NO NO YES Table P2905.5

72 IRC plumbing RP114-13 4/23/2015 adds brazed joints and a brazing 
standard to the referenced standards YES 3 NO NO YES P2905.14, Chapter 44

73 IRC plumbing RP115-13 4/23/2015 changes brass to copper alloy in the 
section YES 3 NO NO YES P2905.17.1

74 IRC plumbing RP116-13 4/23/2015 provides methods for installing press 
connected fittings YES 3 NO NO YES P2905.18

75 IRC plumbing RP118-13 4/23/2015 section is remove because PE-RT 
cannot be flared YES 3 NO NO YES P2905.19.1
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76 IRC plumbing RP120-13 4/23/2015

adds reclaimed water, onsite nonpotable 
watersystems and collection pipe to the 
definitions. new sections are added for 

nonpotable water sysytems, onsite 
nonpotable water reuse systems, 

nonpotable rainwater collection and 
distribution systems, reclaimed water 
systems, and subsurface landscape 

irrigation systems,  

YES 3 NO NO YES 202,               P2909 (New), P2910 (New), 
P2911 (New), P2912 (New), P3009

changes brass to copper alloy in the
77 IRC plumbing RP122-13 4/23/2015 changes brass to copper alloy in the 

section YES 3 NO NO YES Table P3002.1(1)

78 IRC plumbing RP123-13 4/23/2015 sends you to section P2905.4.2 to clarify 
building sewer and waterline separation YES 3 NO NO YES P3002.2.1 (New)

79 IRC plumbing RP124-13 4/23/2015 removes brass and substitutes copper 
alloy in multiple sections on joints YES 3 NO NO YES

P3003.5, P3003.5.1, P3003.5.2,  
P3003.5.3, P3003.10, P3003.10.1, 
P3003.10.3, P3003.10.11, P3003.10.11.1, 
P3003.10.11.2, P3003.10.11.3

80 IRC plumbing RP126-13 4/23/2015

adds a standard for mechanical joint 
couplings for hubless pipe and fittings, the 
elastomeric sealing sleeve and the metallic 

shield

YES 3 NO NO YES P3003.6.3. Chapter 44

81 IRC plumbing RP127-13 4/23/2015 removes these sections relating to 
coextruded ABS pipe and fittings YES 3 NO NO YES P3003.8, P3003.8.1, P3003.8.2p p g

82 IRC plumbing RP128-13 4/23/2015 removes these sections relating to 
coextruded PVC pipe and fittings YES 3 NO NO YES P3003.9, P3003.9.1, P3003.9.2

83 IRC plumbing RP129-13 4/23/2015

removes the requirement for purple 
primer for cement third-party certified as 

conforming to ASTM D 2564, non 
pressure DWV, 4" and smaller

YES 3 NO NO YES P3003.9.2, P3003.14.2

84 IRC plumbing RP130-13 4/23/2015
removes brass and substitutes copper 
alloy in multiple sections on dissimilar 

joints
YES 3 NO NO YES P3003.18.1, P3003.18.2, P3003.18.3

85 IRC plumbing RP132-13 4/23/2015 dead ends are no longer prohibited YES 3 NO NO YES P3005.1.5

86 IRC plumbing RP133-13 4/23/2015

cleanup and clarification of the code 
requirements for cleanout and manhole 
locations sizes materials distances YES 3 NO NO YES

P3005.2, P3005.2.1, P3005.2.2, 
P3005.2.3, P3005.2.4, P3005.2.5, 
P3005.2.6, P3005.2.7, P3005.2.8, 

locations, sizes, materials, distances, 
access, and clearances

P3005.2.9, P3005.2.10, P3005.2.10.1 
(New), P3005.2.10.2 (New), P3005.2.11

87 IRC plumbing RP134-13 4/23/2015 removes brass and substitutes copper 
alloy for cleanout plug materials YES 3 NO NO YES P3005.2.1

88 IRC plumbing RP135-13 4/23/2015
removes brass and substitutes copper 
alloy for sump and ejector discharge 

materials
YES 3 NO NO YES P3005.3.3.1
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89 IRC plumbing RP136-13 4/23/2015 sump pit covers may not be more than 
2" below the floor and ground surface YES 3 NO NO YES P3007.3.2

90 IRC plumbing RP137-13 4/23/2015

adds an exception allowing drainage to 
discharge through backflow valves in 

existing buildings when above the next 
upstream manhole cover

YES 3 NO NO YES P3008.1

91 IRC plumbing RP138-13 4/23/2015

adds requirements for treatment of 
nonpotable water for its intended use. 

Also a new standard for gray water 
treatment for flushing

YES 3 NO NO YES P3009.13.2, P3009.13.2.1 (New)

92 IRC plumbing RP139-13 4/23/2015 removes a requirement for coloring 
graywater before reuse. YES 3 NO NO YES P3009.13.4

93 IRC plumbing RP140-13 4/23/2015 removes a prohibition against inside hub 
watercloset flanges YES 3 NO NO YES P3009.19

94 IRC plumbing RP141-13 4/23/2015
provides guidance for replacing 

underground pipe by pipe bursting 
methods

YES 3 NO NO YES P3010 (New), Chapter 44

95 IRC plumbing RP142-13 4/23/2015 minor changes to trap seal protection YES 3 NO NO YES P3101.2

96 IRC plumbing RP143-13 4/23/2015 clarification of vent height over rooflines 
when used for pedestrian purposes. YES 3 NO NO YES P3103.1

97 IRC plumbing RP144-13 4/23/2015
3" vent extensions in cold climates must 
extend 12" in thermal envelope instead 

of 12" under the roof
NO 3 NO NO YES

I believe the 12" inside the thermal envelope is 
excessive and may cause difficulty with 

compliance. If we could modify I would suggest 
eliminating the 12" requirement so connections 

could be made above the wall

I changed my vote to NO because on more 
reflection this would require all piping in the attic to 

be 3"
P3103.2

clarifies how combination waste and 
98 IRC plumbing RP145-13 4/23/2015 vents are to be connected to a dry vent 

and how that vent is installed
YES 3 NO NO YES P3111.2.2

99 IRC plumbing RP146-13 4/23/2015 clarifies how air admittance valves are to 
be installed YES 3 NO NO YES P3114.5

100 IRC plumbing RP147-13 4/23/2015
clarifies that air admittance valves shall 

not be used to vent sumps or tanks 
without an engineered design 

YES 3 NO NO YES P3114.8

101 IRC plumbing RP148-13 4/23/2015 replaces brass with copper or copper 
alloy YES 3 NO NO YES P3201.1

102 IRC plumbing RP150-13 4/23/2015 requires trap primers or barrier type trap 
seals for all emergency floor drains NO 3 YES NO YES

trap primers are an expense that can be 
eliminated by simple maintenance. If barrier 
type seals are economical I would reconsider

P3201.2, P3201.2.1 (New), P3201.2.2 
(New), P3201.2.3 (New), P3201.2.3 

(New), Chapter 44

103 IRC plumbing RP152-13 4/23/2015
clarifies that traps must be sized for the 

tail piece and that drainage pipe must be 
sized for the traps

YES 3 NO NO YES P3201.7, Table P3201.7

104 IRC plumbing RP153-13 4/23/2015 allows SDR 35 to be used for subsoil 
drains YES 3 NO NO YES Table P3302.1drains

105 IRC plumbing RP154-13 4/23/2015 new requirement for shower drain size YES 3 NO NO YES P2708.2 (New)

106 IRC plumbing RP155-13 4/23/2015 simplified requirements for solvent 
cements and primers for CPVC pipe YES 3 NO NO YES P2905.9.1.2

107 IRC plumbing RP156-13 4/23/2015 pumped waste systems are added to the 
macerating toilet systems standard YES 3 NO NO YES P3007.5


